REMOVE 10"X8" TEE, REDUCERS,
VALVE AND HYDRANT TO EAST
INSTALL 12"X10" CROSS W/ 12"X8" REDUCER NORTH
INSTALL 10"X6" REDUCER EAST W/ 6" VALVE AND

8" DI WM

RICHARD R YAEGER
5502

1" COPPER ———
8'X4'X4" INSULATION

CLYDE L ELVORD
SHELLY D ELVORD

NANCY L GALLAGHER
5490

=z

;5;0‘992928

VI

RELOCATED HYD FROM SOUTH REMOVE 8" VALVE AND INSTALL 5496
RELOCATE EX 8" VALVE NORTH IF NEEDED S ONNAYE IF NEEDED 1" COPPER
ABANDON EX WM SOUTH STas Tezz 8'X4'X4" INSULATION
CITY OF FITCHBURG OFFSET: -49.10 6" VALVE
10" DI WM STA: 14+04.74 .
{1980 STORM SEWER CROSSING OFFSET: -2.89 N\ ..~~~ [ | '~ = de=====T S~l_,
H STA: 1+77.25 I ] 1 < _ o X1---X I:GYDLF & LEAD 7\ = -
2 — — — FOFFSET: -8.17 - —-—_ -6" - =
== = EX CULVERT
- 8'X4'X4" INSULATION = STA: 14+04.73

/l |\ / sS SS N g Srrie 30 ——hs- ss SS .
SEE PROFILE FOR ———| D cs e ToE 8
BLOW-UP THIS AREA : - | &
STA: 11+28.92 19 STA: 14+04.78 , / ©
12"%12" TEE OFFSET: -38.64 OFFSET;: -7.92 - . DLW ) <
STA: 11+21.03 W W 12" DI WM W W- W ] @
OFFSET: -8.23 w W f 164w
® i : : t = LACY ROAD STORM SEWER CROSSING z
STA: 14+70.03 5
‘,\,s)xs" TEE CITY OF FITCHBURG OFFSET: -7.99 <

| CAP AND ABANDON DI WM TO EAST 8'X4'X4" INSULATION t ,

STA: 11+19,61 rds ‘

CITY OF FITCHBURG STAL IHbL 3 7 T\ 7 é \ i $ \ /
= X hd \ ' SHARED USE PATH
/ = - - e AL Y T T T = — ___\L_ N U =) §
|_‘ == N 4 i = L EX CULVERT EX CULVERT - EX CULVERT —
8" VALVE N 2 e ,/ ; S EX 4" SAN LAT
CAP DI WM TO EAST J - - EX 4" SAN LAT j
STA: 10+94.52
OFFSET: 39.07 EX HYDRANT Ex 4 L 1" COPPER
DI WM TO BE SAN LAT 1" COPPER "
Bé;lN PROJECT ABANDONED JACQUITH H MORRIS 1" COPPER

STA 11+00.00 BARBARA B MORRIS ANDRAE, LLC
Y - 456.072.651 5501 MICHAEL N HOLMES 5481
X = 810.760.150 KATHERINE E PTASZEK ADJUST STRUCTURE, RISER PAULAS‘I‘-QIBROWN
JOSEPH E RIPPENKROEGER EX RIM ELEV: 1013.17
TEMPORARY CONNECTION REMOVE HYD CAP AND 5497 PROP RIM ELEV: 1014.86
CONNECT EX 10" WM NORTH ABANDON DI WM WEST AND
TO EX 8" WM SOUTH REMOVE VALVE
1040 1040
NOTES: =
L ALL EXISTING UTILITY AND LATERAL .
LOCATIONS ARE BASED ON BEST INFORMATION o
AVAILABLE. CONTRACTOR SHALL FIELD 8" VALVE >
VERIFY LOCATIONS AS NECESSARY TO Ll 12"X8" REDUCER
1030 |  PERFORM WORK. 12°X10" CROSS / 1030
\s 10"X6" REDUCER PROP CL PROFILE
EX 10" WM
EX SAN MH EX CL PROFILE
j STA: 13+85.66
RELOCATED HYDRANT OFFSET: 22.70 STORM SEWER CROSSING
EX 10" VALVE RIM: 1013.17 MAINTAIN 18" VERTICAL CLEARANCE —
1020 " 8" INV_W: 1006.30 STORM BOP:| 1013.78 — 1020
6" VALVE 8" INV E: 1006.28 _
12"x12" TEE \
v — — —_— E— ,“ o TIL_WM
— wCLAY_SAN
STORM-_SEWER CROSSING 2\ - — 1 / s
1010 MAINTAIN 18" VERTICAL CLEARANCE g 12"X8" REDUCER 1010
BEND STORM BOP: 997.86 . — 6.5 MIN COVER |
STA: 10+98.14 18" MIN
INV:-990.02 TEE BEND HYD
STA: 11+20.40— STA: 11+43,80 STA: 14+04.73
INV: 99138 INV: 992.80 INV:1008.02
VALVE
1000 CONNECT TO EX WM INSULATION 1000
STA: 10+95.18
INV: CONTRACTOR TO VERIFY EX INV
—_— —_ -
— _—
e
— —_—
— _ -
990 990
- N N N N 2 8 r & = 2
~ o m © o N 9 = 2} S ™
X S g 3 8 S 5 S 5 = y
10+00 11+00 12400 13+00 14+00 15400 16+00
PROJECT NO: 58439-00-12 HWY: LACY ROAD COUNTY:DANE UTILITY PLAN SHEET E
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THOMAS C WERNER
FLENARD K COUNCIL KATHLEEN M LEMKE
Dlé‘;"'r[’ LD wwLLLB%%quN BRENDA S COUNCIL 5454
5480 5460 WILLIAM G ANTONIE
5448
" COPPER -
8'X4'X4" INSULATION 1" COPPER 1" COPPER WATER
o7 - Py 8'X4'X4" INSULATION —| "
R/w - HYD - 1" COPPER
L 15 LF-6" LEAD ’ STORM SEWER CROSSING
______________ Tk 240489 - L7 STA: 18+35.00 I ROCK EXCAVATION
EX CULVERT ORESETe o, \Z OFFSET: -7.99 i R ~ SEE PROFILE
P -24 8'X4'X4" INSULATION _ _ - N STA: 21+8L.22
! / _________ - - \ OFFSET: -8.04 7]
° S ® Rss SSA— S ¢ S SS— S~ - \.
= py 6" VALVE & ® ® N2 3
© STA: 18+04.59 @ B XAX4" | S
= OFFSET: -21.21 INSULATION i ) \ X
[ » =]
5 " 5 — " 2 <
s | 12 DI WM W W i W W 12" DL Wi —E W w f W 7
Z + \ +
3 +:00 - A & 18 :0 12" VALVE A 1 SS. . w
N_cTA: =z
= OFFLET: 8ot LACY ROAD 3
1 -8. e
s CONCRETE PLUG MH 8" SAN TO EAST Ss REMOVE EX SAN %C'TY OF FITCHBURG -
1040 L =
TITY JIUL
l/ ® \@ MH 12'X6" TEE y / o) MH
STA: 18+04.61
SHARED 'USE 'PATH \ OFFSET: -8.00 / SHARED USE PATH SS-
I \_ADJUST STRUCTURE, RISER / RW
vy ey T T e e s = = e ’
) — — — LB RM ELEV: 102833 REMOVE ABANDONED SANITARY SEWER
\ EX 4" SAN LAT PROP RIM ELEV: 1028.81 — — — _
1" COPPER - - _
______________________________ — — _ CITY OF FITCHBURG
EX 4" SAN LAT 2674 QUARTZRD o — T T T T m—e =7 2678 QUARTZ RD T -
EVE ELIZABETH VAN RENSSELAER T -
ANDRAE, LLC GUION R VAN RENSSELAER =
5481 5437
1060 1060
NOTES:
L. ALL EXISTING UTILITY AND LATERAL EX SAN MH
LOCATIONS ARE BASED ON BEST INFORMATION REMOVE  STRUCTURE
AVAILABLE. CONTRACTOR SHALL FIELD STA: 21+35.44
VERIFY LOCATIONS AS NECESSARY TO OFFSET: 2143
1050 PERFORM WORK. RIM: 1038.38—’ 1050
8" INV—W: 1025.22
8" INV_E: 1025.22
EX SAN MH
STA: 17+86.04
—g&ﬁsfgész%“ STORM SEWER CROSSING
1040 ] . PROP CL PROFILE MAINTAIN 18" VERTICAL CLEARANCE 1040
B INVIW: 1019, 77 EX CL PROFILE STORM-BOP: 1029.86 ]
B INV|-E:1018.77 STORM SEWER CROSSING R ——— ‘{— —
MAINTAIN 18" VERTICAL CLEARANCE S S
STORM BOP: 1024.65 - ROCK_PROFILE
VALVE e N
STL.\: 18+09.57 = - INSULATION 18" MIN
1030 NV: 102153 L — E— 1030
INSULATION 6.5' MIN COVER /
EX_8" CLAY SAN
——
1020 T | 1020
VAR _\ J
HYD 18" MIN
- STA: 18+04.72 REMOVE ABANDONED
gx-8" CLAY SAN NV 107145 SANITARY SEWER
1010 1010
b ~ = 3 ~ = 3 ~ = I ~ Y B
% < S .: o = = o < o o = 3
N ™M M 2]
8 8 Q 8 8 Q S 3 S 3 3 3 3
16+00 17+00 18+00 19+00 20+00 21+00 22+00
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STEPHEN L. OLSON
JANA R. OLSON

LIN S. ROHDE GIOVANNI
5420

WILLIAM BOYD LIVING TRUST

ALFRED F RUSSELL 5428 5414
JOANN G RUSSELL Ex 8" Dl Wi —
RUSSELL SL‘{\élgG TRUST REMOVE LEAD, 6" VALVE HYD
WELTON ENTERPRISES, INC. AND RELOCATE HYD 13 LF-6" LEAD
5442 8" VALVE REMOVE 16"X8" REDUCER,  COPPER STh: PTDaM
1" COPPER CONNECT TO EX 8" DI WM l6"X16" TEE, 16"X18" REDUCER, MISC WM 8'X4'X4" INSULATION OFFSET: -35.00
HYD 1" COPPER STA: 24+87.31 AND REMOVE 18" DI WM SOUTH ) 1" COPPER
19 LF-6" LEAD _\ OFFSET: -33.85 | \ STAC 2YiVE /
STA: 22+44,33 : .
@ OFFSET: -27.03 " ROCK EXCAVATION N OFFSET: -32.00
@ P el R/W RS s ~ - - 12" VALVE SEE PROFILE N a RIW
R 8 oN—N__ _ __ == o == FL e STA: 25+00.24 S e 12" VALVE — e
—t---__/ _~Te" vaLvE i Cla —% = |- — /" "OFFSET: -15.50 _ STA: 27+08.10 el 2t N
- STA: 22+44.33 . ~OFFSET: -20.90 — X ~ b t\
OFFSET: -19.90 v o
3 ) 3 STA: 24+76.15 — A s¢
o /1 A OFFSET: -13.91 x i 2" DI WM \ ? o
2 ! ! 2 12" DI WM f W 8 W v " W_.T " z
&y W W W 12'X8" TEE STORM SEWER CROSSING 5 12"%6" TEE ©
< 24+00 STA: 24+88.12 oo 2svzlo0 STA: 27+13.10 <
m— " n 4 . o - T . . o [
o 12°X6" TEET] et LACY ROAD '  OFFSET: -14.70 26+00 A% 4" INSULATION OFFSET: -20.89 s8lm
o STA: 22+44.33 12x12" TEE 6" VALVE : L w
z OFFSET: -8.05 STA: 22+56.92 STA: 24+78.20 o Z
3 OFFSET: -8.06 RELOCATED HYD OFFSET: 20.02 I 5
o " 36 LF-6" LEAD s LACY ROAD SS\ e
(= 12" VALVE | Ss—1%
<§( STA: 22+51.92 STA: 24+78.33 —
. 805 OFFSET: 22.01 1888 1857
OFFSET: -8.05 \ A
SHARED USE PATH " SHARED USE PATH OMH
B S T e e e e = I~ = — == =
v e -~ -~ ~ S —
i REMOVE WATERMAIN e B S ——— ~rs L - = I e s S N By =
2 CONRECT 10 EX WM 22+56-24+88 (TER) g J/‘ -—" \_Ex 4 sAN (AT \_ " =
s REMOVE ABANDONED EX 4" SAN LAT == SHARED [USE PATH
e g;ééE%ijgg-gg SANITARY SEWER > RS - B N T
.~ €ITY OF FITCHBURG ANTOINE. C RIS \ 2
- GARY PARMAN AND CARRIE PARMAN ,
P 5427 ku 3
- ~ s
. R '
TO WELLHOUSE PLUG TO WEST WITH NEW
L— BROCK s NE° WATER TIGHT SEAL - -- '
EX RIM ELEV: 1035.86 2692 MICA
PROP RIM ELEV: 1035.85
CITY OF FITCHBURG
1060 1060
NOTES:
L. ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO
1050 PERFORM WORK. EX SAN MH 1050
STA: 25+03.07
OFFSET: 25.18
RIM: 1035.86
TEE PROP CL PROFILE 8" INV W: 1026.79
o STA: 22+56.92 EX CL PROFILE 8" INV_F: 1026.79
STAT 2244433 INV: 103147 EX SAN MH
1040 | INV: 105142 & STORM_SEWER CROSSING S 258 1040
el e = g S - MAINTAIN 18" VERTICAL CLEARANCE A
—— = — e STORM BOP:| 1025.46 i -
- — 8" INV-S: 1016.03
—/— APPROXIMATE ROCK - PROFILE
— ] — /] —————
1030 T —— 1030
— T I —_—
\ EX_8" CLAY SAN -
VALVE . —_——
STA: 24+78.52 — ]
ek
020 18" MIN INV:-1018.43 1020
REMOVE ABANDONED : 1018,
SANITARY SEWER Ei p4+88.12
VALVE INV: 1028.28
STA: 24+82.13
INV: 1028.48 VALVE
STA: 27+13.47
INV: 1018.66
1010 1010
o] wn ~ [\p] < (o)) o N — [Te] o o o
a a a < a < < ~ ©w N Q Q Q
@ [eo] [eo] @ ~ [Te) 7o) M H o w T N
[\a) ™M ™M [\a) ™M [\a) M M o N N N N
Q Q Q Q Q Q Q Q = Q Q Q Q
22+00 23+00 24+00 25+00 26+00 27+00 28+00
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Teresa M Santulll N
STEVEN D RACCHINI
KIM_S_RACCHINI Joha U™
5402 "
STEPHEN G EISELE
CAROLJ EISELE 13 LF-6" 6" VALVE
5408 STA: 31 STA: 31+44.94
. OFFSET: -21.26 4" SAN
} 4" SAN 4" SAN 12"X6" TEE 1" COPPER
| . 1" COPPER STA: 31+44.55 1" COPPER \
', | 1" COPPER —\ 7 OFFSET: -10.32 [ 4" SAN
— 10" |—
STORM SEWER CROSSING d R/W u a ~ ~
- STA: 28+9L72 —/ L R I T ==y At S _ Rew P >
-7 OFFSET: -19.93 e - T~ X oo, — 12 VALVE - == S —=
8'X4'X4" INSULATION 6 5 ~ ~-— == b STA: 31+39.55 p—— = T = |
(s ) L1 ? \ * OFFSET: -10.52 1 = ' S
122" DI_WM " :
Sp W W ' W W W W 1 W; W W 12" DI WM wf f 5
& 32+00 LACY ROAD . ® 344
= LACY HOAD 30900 SAN Sop— SAN SAN—t—————5aN SAN SAN v
Yoo L ! / 4
w )
4 PROPOSED SANITARY 5
I <t
E cc /J QQ\ =
= —SS 2 e
5SS SS SS SHARED USE PATH
ss S5 SS—<HARED USE PATH °°
= ———— = STORM SEWER CROSSING —/_ _
__________ - R/W STA: 33+56.00 —==— L=
- OFFSET: -9.95
————— R/W = 8'X4'X4" INSULATION
b_—<. 7 N [ S -
- - MICHAEL R MOTIFF
THERESA M MOTIFF
5401
1040 1040
NOTES:
L ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO st
PERFORM WORK.
1030 STA: 30+00.00 1030
—OFFSET: -2.61
RIM: 1017.74
STORM SEWER CROSSING 8" INV_E: 1005.74
MAINTAIN 18" VERTICAL CLEARANCE
——— STORM BOP: 1015.19
A— PROP CL PROFILE
1020 EX CL PROFILE 1020
e ————— s e
i T ——
 §/— — STORM SEWER CROSSING
VALVE MAINTAIN 18" VERTICAL CLEARANCE
-- STA: 31+33.59 STORM BOP: 1004.18
1010 18" MIN INV: 1007'91\ 6.5' MIN COVER 1010
A
\_HYD INSULATION
T STA: 31+45.05 J
INV: 1007.80
1000 1000
990 990
2 5 3 g 2 5 g : s 2 . B 7
N S o o = S < i s o 5 S
S g 5 3 S 5 g = g 3 g g 8
28+00 29+00 30+00 31+00 32+00 33+00 34+00
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DAVID A HUMKE N
CONNIE S HUMKE
5386 CHARLES O TREICHEL
" DIANNE L TREICHEL
I" COPPER JR TRUST ELAINE LANGER ALLEN
5356 5360
/ \ 1" COPPER 4" SAN
II \\ ) 8'X4'X4" INSULATION
EX CULVERT 225° BEND  ooooicno o caniaov . EX CULVERT _
! . STA: 34+98.33_ _ — — — — PROPOEER iANlTARY RW - T T T T T TS ————_ ______T 13 ______ ==
- | I b—————/:OFFSET: -9.95 T Y e S T T oo e e —— O O = r,/’
o
B t / SANITARY CROSSING MH T
§M 12" DI WMy 2 STA: 35+09.88 8
OFFSET: 0.69 N_//SAN-—../’ x
m100 ) / 36+00 38+00 ., SAN—— \ SA 8" SDR 26 4043
= AN STORM SEWER CROSSING &,  LACY ROAD  RELOCATED HYD 8" SDR 26~ i o o LACY ROAD &
4 STA: 35+35.14 0, 5 LF-6" LEAD w
w MH OFFSET: 24.00 7 . w
2 : 24, %, STA: 35+49.23 W
3 8'X4'X4" INSULATION 2 OFFSET: 30.20 5
X I
o &)
3 L NS SS S ALVE o Ss ® S Ss SS S SS <
\ SHARED PATH OFFSET: 32.08 .
EX CULVERT - 12" pj
—— _\:_ ———————————————————— CITY OF FITCHBURG SHARED USE PATH
EX CULVERT RELOCATED VALVE
CONNECT TO EX WM R/W
REMOVE AND RELOCATE HYD ggé&éﬂgg-g?’
REMOVE PIPE TO EX VALVE i
PRESS TEST VALVE
PRIOR TO CONNECTION
MICHAEL R MOTIFF 12"X6" TEE
THERESA M MOTIFF STA: 35vd8.05 REMOVE EX WM T EAST AND
5401 P4 RELOCATE VALVE TO ST 35+67.22
22.5° BEND
STA: 35+47.78
OFFSET: 35.66
1010 1010
STORM_SEWER CROSSING
S EMINCOVER g_f_\loNRTMAII\éolg_ ;;—:;;g:AL CLEARANCE
1000 : . 1000
INSULATION
SMH3
STA: 38+00.00
PROP CL PROFILE OFFSET: 0.41
RIM: 984.10
990 EX CL PROFILE W 7210 990
" .
S TA 3410500 . 8" INV E: 972.10
OFFSET: 0.80
RIM: 1006.92 . )
8" INV-W: 994.92 INV: 990.49
8" INV E: 994.92
980 980
RELOCATED VALVE
|_CONNECT TO EX| WM
STA: 35+67.22
SANITARY- SEWER CROSSING INV: 990.00
MAINTAIN 6" VERTICAL CLEARANCE
970 SANITARY TOP: 989.39 EX_ 2" piyy 970
61 LF=g"
NOTES: 8" SDR 26 ¢ 2.747
L. ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO
960 PERFORM WORK. 960
[\e] @ —
> " 2 &5 s a b & = 2 = o Q
© i bad ® % o o o 3 = o ~ ©
o o o
S] S] s] & A a & 2 > & o & 5
34+00 35+00 36+00 37+00 38+00 39+00 40+00
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LAYOUT NAME - 023005_UP



ADJUST EX HYD -~ T~ ~"~- -
EG ELEV=970.20 ADJUST EX VALVE
FG ELEV=972.85 ~ RN CITY OF FITCHBURG FITCHBURG RESEARCH PARK ASSOCIATES ADJUST MANHOLE COVER N
P 14 EX RIM ELEV: 966.45—
Phe N PROP RIM ELEV: 966.58 2
-7 Y 12" ol
- - N
- EX SANITARY MH \
_ - ADJUST MANHOLE COVER
PROPOSED SANITARY R/“ CORE NEW CONNECTION EX RIM ELEV: 97141 \\
-7 THROUGH BENCH TO EX PROP RIM ELEV: 97111 20' EASEMENT
7 FLOW LINE AND PROVIDE N \ | |
L7 WATER TIGHT SEAL \ o PROVIDED BY CITY | [
'EX CULVERT AS DIRECTED BY ENGINEER - | |
ST T L5" COPPER'XL\— L _L - _
Pliralalted S R
- 1701
A Al
S AN————F——SA ViH o
o
o +
< STORM SEWER CROSSING <
Q STA: 41+50.73
b OFFSET: -30.84 T = 461
= INSULATE EX WM 15"X1" COMPRESSION WYE
Z 8'X4'X4" INSULATION 8'X4'X4" INSULATION w
)
S ® SS I
z <\ —\ AN
< ADJUST EX VALVE ) \
4" SAN L_AT.j\—-—//_ /[ - -\~
R/W
1" COPPER
1" COPPER
SAMUEL L COOKE il EX SANITARY MH
KAYE E COOKE CORE NEW CONNECTION
5335 THROUGH BENCH TO
EX FLOWLINE AND
PROVIDE WATER TIGHT SEAL
1000 1000
NOTES:
1. ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO
990 PERFORM WORK. 990
EX SAN MH
STA: 42+00.03
OFFSET: -65.43
RIM: 9711
980 8" INV_S: 962.13 EX SAN MH 980
STORMSEWER CROSSING 8" INV Ez 962.10 STA: 45+64.56
MAINTAIN 18" VERTICAL CLEARANCE 8" INV W: 962.23 OFFSET: -18.96
L STORM BOP: 967.60 PROP CL PROFILE . |N\$"\34: 995554.41§
= EX CL PROFILE 8" INV-E: 954.13
—_— : 954,
= _ \
970 INSULATION ! 970
18" MIN § \
— — —_— —_— -
960 EX 12" DI WM 960
EX_8""SDR 26 sAN
950 950
0 5 3 8 e @ 0 = 2 2 o S 3
I 0 ™ ™ I\ - o o o © © ~ %
~ ~ ~ ~
P o P P o o & o 3 = o = S
40+00 41+00 42+00 43+00 44+00 45+00 46+00
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FITCHBURG RESEARCH PARK CITY OF FITCHBURG
ASSOCIATES LTD PARTNERSHIP Richard E Blaney
Marjorie M Blaney
[ " EX SANITARY MH
EX 12" DI WM CORE NEW_CONNECTION EX I" COPPER EX 4" SAN LATERAL
THROUGH BENCH TO ADJUST EX CURB BOX
CITY OF FITCHBURG EX FLOWLINE AND
PROVIDE WATER TIGHT SEAL
R/W R/W
- ADJUST STRUCTURE, RISER
-7 = A AAANTISAIA A D N U EX CULVERT =T === EX RM ELEV: 95028 |
———————————————— _ N a0 N —.—— — - .PROP RIM ELEV: 950.83 ~-'—=—=—— — — —
o —— EENZ o
? AN 1 o
@ VI &
<lg ADJUST STRUCTURE, RISER o
Y EX RM ELEV: 954.61 =
; 4 PROP RIM ELEV: 953.71 »
w 8""00 ) ( W
% } 50+00 524=Z
3 - ==
= 5]
5 EX I' COPPER SERVICE E
e 8'X4'X4" INSULATION _\ =
@ SS cc
= = S SS
<t S SS SS (< SS
L Ur , O_,V. = o = ~ N
———————— P /
RRW T === j[ —————— STORM SEWER CROSSING
EX CULVERT - STA: 49+26.35 RN
OFFSET: 23.62
INSULATE EX WM 5
L 8')54'x4" INSULATIONZ |
4 SAN LATERAL JOSEPH P RUEDEN L | CITY OF FITCHBURG
CONNECT TO EXISTING KAREN W RUEDEN 8" SAN LATERAL T === = /
SANITARY SEWER MAIN 5329 0.40% SLOPE
/— CITY OF FITCHBURG
980 980
NOTES:
L ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO EX SAN MH
970 PERFORM WORK. STA: 49+08.98 970
OFFSET: =27.19
RIM: 954.61—
— PROP-INV-SW: 94131
8" INV W: 94111 EX SAN MH
8" INV_E: 94110 STA: 50+72.74
OFFSET: -25.12
RIM:950.28
960 PROP CL PROFILE 8" INV_We 935.87 960
EX CL PROFILE 8" INV E: 935.87
p— — —
—_ — — i+ —
950 18" MIN o 950
EX g"
8"_SpR 26 -SAN _f
EX 12" D WM
940 = 940
INSULATION EX-8" SDR 25 g
STORM-SEWER CROSSING .
MAINTAIN 18" VERTICAL CLEARANCE EX 8" SDR 26 sAN
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